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WASTE DISCHARGE REQUIREMENTS

FOR

TEJON-CASTAC WATER DISTRICT 

TEJON INDUSTRIAL COMPLEX WASTEWATER TREATMENT FACILITY

KERN COUNTY
ATTACHMENT B

PROCESS FLOW DIAGRAM

ORDER NO. R5 -2008-____
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NOTE:  Prior to discharge to Landscaped Use Areas, effluent must meet the disinfected tertiary standards for unrestricted use.
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